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Introduction

These are the plans for the Community Facilities and
Accessibility Project, as submitted for Faculty and
Local Authority Planning Permission in October 2018.
They differ in some details from the original plans in
the Options Appraisal. For example, the original heat
exchange system was found to be unsuitable, and the
roof area was considered too small for the planned
solar panels. However, in essence this is a faithful
implementation of the original vision.

The drawings are originally A3 size, and can be more easily
viewed on the church website, stedward.roath.org.uk

The following documents are included:

Drawing Issue Sheet

Site Location Plan as Existing
Ground Floor Plan as Existing
Roof Plan as Existing

Elevations as Existing

Site Location Plan as Proposed
Ground Floor Plan as Proposed
Roof Plan as Proposed
Elevations as Proposed

Sections as Proposed

West Window Alterations
South Windows Alterations
Connection Detail to North Wall
Exterior Finishes Schedule
Interior Finishes Schedule
Window, Screen & Rooflight Schedule
Door Schedule

Mechanical Services Strategy
Electrical Services Strategy



DRAWING ISSUE SHEET

VOLUTEARCHITECTS LTD

Project Ref 17-1020 Issue Date
Project St Edwards Church, Community Room Redevelopment Day 1 10 25 10 17 3 21 1
Client: The PCC of St Edwards Church Month 6 6 6 8 8 9 9 10
Sheet No: 1of 1 Year 18 18 18 18 18 18 18 18
Dwg No Drawing Title | Size I Scale Format I IRevision at time of issue
Existing GA Drawings
101 Site Location Plan as Existing A3 1:200 AutoCAD - -
102 Ground Floor Plan as Existing A3 1:100 AutoCAD - -
103 Roof Plan as Existing A3 1:100 AutoCAD - -
104 Elevation as Exsting (1 of 3) A3 1:100 AutoCAD - -
105 Elevation as Exsting (2 of 3) A3 1:100 AutoCAD - -
106 Elevation as Exsting (3 of 3) Ae 1:100 AutoCAD - -
Proposed GA Drawings
201 Site Location Plan as Proposed A3 1:200 AutoCAD - -
202 Ground Floor Plan as Proposed A3 1:100 AutoCAD - - A B C D D
203 Roof Plan as Proposed A3 1:100 AutoCAD - A B C
204 Elevations as Proposed A3 1:100 AutoCAD - A B B
205 Sections as Proposed A3 1:100 AutoCAD - A B B
Component and Detailed Drawings
301 West Window Alterations A3 1:10 AutoCAD - A
302 Alterations to South Windws - typcial example A3 1:10 AutoCAD - -
303 Connection detail to North wall A3 1:10 AutoCAD - A
Schedules
701 Exterior Finishes Schedule A3 NTS Indesign = - - =
702 Interior Finishes Schedule A3 NTS InDesign - - - -
703 Window, Screen and Rooflight Schedule A3 NTS Indesign - A
704 Door Schedule A3 NTS Indesign - -
Documents
Design & Access Statement A3 =
Heritage Impact Assessment A4
Design Statement A4
Distribution No of Copies/Issue Type
Company Name
The PCC of St Edwards Church Kathie Mayer EP | EP | EP | EP | EP | EP | EP
Synergy Ben Owers EP EP | EP
Mann Wiliams Tom Martin / Non MacLellan EP EP | EP
Holloway Partnership Keith Pattrson / Paul Bull EP EP | EP
Status of Issue P S S S S S S PL
Al Number (if applicable):
Issued By: AN | AN | AN | AN | AN | AN | AN | AN

Status of Issue: P Preliminary, 8 Scheme Design, LB Listed Building Consent, PL Planning, BR Building Regs, T Tender, CO Contract, € Construction, B As built, O Other

Issue Type: P Paper, ED Electronic DWG format, EP Electronic PDF format
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Working from the top down, carefully remove
existing wall. Ensure that all remaining fabric is
adequately supported making reference to the
structural engineers requirements. Method
statement and risk assessments to be provided

W04
SH: 1.07

SPH: 2.02
AH: w.wm\

~N
N
School Hall >~_
FFL: +11,860
S EH: 15,390
N CH: +15,870
wo3
SH: 1.08
SPH: 1.74
AH: 2.73 .
AN, We
/& FFL: +11,860
w79 GH: +14,100

/

W02
SH: 1.08
SPH: 1.74
AH: 2.73

>~y FFL: +11,860
CH: +14,100

Allow for ply protective screen, supported
by stud frame to be built around and over
works area

Refer to M&E Engineers details for works
to existing radiator pipes

FFL: +11,880
EH: +18,180
AH: +33,230

9 Removals, Stripping out and Down-takings
102/ 1:100

For removals within the Church yard and to
boundaries, please refer to drawing 17-1020-101

and agreed prior to any dismantling undertaken.

For Removals, Stripping out and Down-taking
refer to adjacent plan 2/102

3 Ground Floor Plan as Existing

\102/ 1:200

General Notes

All existing services linked to the existing Community Room are to be
disconnected prior to the commencement of work. Contractor to ensure
that the Church building is not disrupted.

Removals, Stripping out and Down-takings

All stripping out to be carefully carried out as to not disturb the
remaining fabric and areas to be made good. Method of stripping out to
be confirmed with Architect before proceeding.

The following items are to be set aside for inspection by the Architect
and Client for possible reuse:

Stone to west window of the Church

After inspection, if any of the items listed above are not required by the
Client, the Contractor is to remove from site. All valuable metals that
are stripped out are to be set aside for inspection and valuation. Agreed
value to be deducted from the contract value.

Asbestos

Contractor is to refer to Asbestos register. During the works should any
substance be discovered that may contain asbestos, works are to be
stopped immediately. The substance/material is not to be disturbed
while and investigation takes place and may not proceed until deemed
safe to do so.

Structural Notes

For further information see structural engineers information.

Finishes, Fixtures and Fittings

Refer to finishes schedule 17-1020/701 current revision.

Allow for complete overhaul of electrical fixtures and fittings as detailed
in the M&E specification. Allow for removal of all fittings and
replacement with new where indicated on the drawings. All electrical
fixtures and fittings are to be positioned level and in an orderly fashion.

Prior to fitting any electrical items please speak to Architect regarding
expectations.

~
N

\
|

;] Temporary route intc

! Church during the
works. Temporary
ramps are to be
created to
accommodate level
changes

Removals, Stripping out and Down-takings

Modern fabric to be carefully dismantled from the top
down. Remaining fabric to be made good.

Church building fabric to be carefully dismantled. Please
refer to drawing 17-1020-301 for proposed details.

new floor to be laid

Carefully remove existing timber frame window and fixed
glazed lights. Ensure that any stone repairs are made
good prior to fixing new windows. For details of new
windows, please refer to drawing 17-1020-302 and
proposed elevations drawingc17-1020-204.

_H_ Existing vinyl tile floor finish to be carefully lifted to allow

m Protective screen to be supplied and fixed into position
during the works. Screen is not to go full height, but should
be sufficiently tall to reduce heat loss and minimise dust
in the Church building.

Notes:
Drawings are based on survey data and may not accurately represent what s physically
present. Z

Do not scale from this drawing. All dimensions are to be verified on site before proceeding
with the work.

All dimensions are in millimeters unless noted otherwise.

Volute Architects shall be notified in writing of any discrepancies. Firstissue  03.09.2018 AN AN Stage 3 information for the purposes for faculty and planning applications

CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE

PROJECT ST. EDWARDS CHURCH SIZE & SCALE
COMMUNITY ROOM REDEVELOPMENT

GROUND FLOOR PLAN AS EXISTING JOB NUMBER 17-1020
with REMOVALS, STRIPPING-OUT AND
DOWN-TAKINGS

A3 @ 1:100 DRAWING NO. 102 REVISION -

ISSUE DATE DRAWN  CHECKED DESCRIPTION

DRAWING STATUS RIBA STAGE 3 /APPLICATIONS FOR APPROVAL

VOLUTEARCHITECTS

22 MERTON GREEN, CAERWENT, MONMOUTHSHIRE, NP26 5AT
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For Removals, Stripping out and Down-taking
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Stage 3 information for the purposes for faculty and planning applications

DESCRIPTION

AN
DRAWN  CHECKED

AN

03.09.2018
DATE

First issue
ISSUE

N

100

eters unless noted otherwise.

/2\\ Removals, Stripping out and Down-takings
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Do not scale from this drawing. All dimensions are to be verified on site before proceeding

Notes:
Drawings are based on survey data and may not accurately represent what is physically
present.

with the work.

Al

Volute Architects shall be notified in writing of any discrepancies.




- —
/ 1"\ North Elevation
Notes:
Drawings are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE ELEVATIONS AS EXISTING (1 of 3) JOB NUMBER 17-1020
present.
Do not scale from this drawing. All dimensions are to be verified on site before proceeding
with the work.
PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 @ 1:100 DRAWING NO. 104 REVISION -

All dimensions are in millimeters unless noted otherwise.

Volute Architects shall be notified in writing of any discrepancies.

First issue

21.09.2018

AN

AN

Stage 3 information for the purposes for faculty and planning applications

COMMUNITY ROOM REDEVELOPMENT

ISSUE

DATE

DRAWN

CHECKED

DESCRIPTION

DRAWING STATUS RIBA STAGE 3 /APPLICATIONS FOR APPROVAL

VOLUTEARCHITECTS

22 MERTON GREEN, CAERWENT, MONMOUTHSHIRE, NP26 SAT
© VOLUTE 2017
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/ 17\ East Elevation / 27\ West Elevation
106/ 1:100 1:100
= P

9 East Elevation (School Room) 9 West Elevation (School Room)

/@Q 1:100 é 1:100
me_ﬂﬂ_mm are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE ELEVATIONS AS EXISTING (3 of 3) JOB NUMBER 17-1020
present.
Do not scale from this drawing. All dimensions are to be verified on site before proceeding
with the work.

PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 @ 1:100 DRAWING NO. 106 REVISION -

All dimensions are in millimeters unless noted otherwise.

Volute Architects shall be notified in writing of any discrepancies.

First issue

21.09.2018 AN AN

Stage 3 information for the purposes for faculty and planning applications

COMMUNITY ROOM REDEVELOPMENT

ISSUE

DATE DRAWN  CHECKED DESCRIPTION

DRAWING STATUS RIBA STAGE 3 /APPLICATIONS FOR APPROVAL

VOLUTEARCHITECTS

22 MERTON GREEN, CAERWENT, MONMOUTHSHIRE, NP26 SAT
© VOLUTE 2017
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Room |Room Name FFL FCL Room
No. Area
GO1 Entrance Lobby |+11,860 |+14,260 |6 m?
GO1 Lobby +11,860 | +14,390 |15 m?
G02 Community Hall |+11,860 |Existing |48 m?
G03 Hall Extension +11,860 | +14,390 |12 m?
G04 Kitchen +11,860 | +14,390 |10.4 m?
GO05 Internal Store +11,860 |+14,390 | 3.9 m?
G06 External Store | +11,860 |+14,390 | 3.6 m?
GO07 Cleaners Cup'd |+11,860 | +14,260 | 0.9 m?
GO08 WC/Babychange|+11,860 |+14,260 | 3.5 m?
G09 wC +11,860 |+14,260 | 2.7 m?
G10 Disabled WC +11,860 | +14,260 | 4.6 m?

Soil deposited in raised beds to
be partly made up from ground
excavations (operations to allow
for breaking down material).
Allow for 150mm top soil to
surface.

Form new disabled parking bay with
porous plastic grass paver. New
lowered kerb required to pedestrian
pavement to road connection, with
removal of approx 3m of metal
railings.

Proposed location of dropped kerb and
reformation of tarmac path

Existing boundary line with wrought-iron
railings.

Indicative location of public pavement (owned
by Cardiff City Council).

Cupboard

to railings

New retaining wall. Refer to structural

engineers details. Face of wall to be
finished in brick as indicated on key

FFL: +11,880
EH: +18,180

Existing boundary line with wrought-iron
railings. Allow for repairs and redecoration

Key:

Existing Walls

New Stone
Alterations to the existing west window to allow for a wider
entrance opening. New stone is to match existing.Samples to be

agreed

140mm block work to cavity wall
100mm internal sw stud with plasterboard with plaster skim to internal
faces

Facing brickwork
English garden wall bond (to match the church), with dog-toothing
course to eaves level. Refer to drawing 17-1020-701 for details of

facing brick

Area of proposed extension
Gross area 79m?

1.

12.

Notes:

PIR sensor to external face to operated door opening DO1.
Push button to internal face to operate door opening DO1.

Existing opening to the west gable of the church is to be widened, adapting
the inner fixed leaded lights either side of the existing opening. Extend the
stone transom above and insert new stone reveals. Refer to drawing 301
for proposals.

Reordering of heating pipes and radiators to accommodate wider opening.
Refer to Mechanical and Electrical design information for further details.

Push button to operate door opening DO2.

Removal of existing windows, doors and sections of wall to north elevation
of existing school room to allow for extension to community room. Refer to
drawing 303 for proposals.

Kitchen to be supplied and fitted by the client after the completion of the
extension. Locations of plumbing, gas and electrics to be agreed in
conjunction with general setting out. Cooker and hob to be gas (TBC by
client).

Deep shelving to internal store to provide storage for plastic lid boxes for
user groups

New hard landscaping - allow for stone slab paving. Refer to drawing 701
for proposals.

New stone filled gabion cages edging to raised beds - allow for raised beds
to abut up to the retaining wall to the north boundary and for block wall to
west boundary face - approx height at 450mm

Ceiling hatch with loft ladder. Roof void to be boarded out to allow for
storage provision.

New opening casement windows to south elevation of the existing School
Room to form part of the natural ventilation strategy. Refer to drawing 302.

Refer to drawings 17 - 1020 - 203, 204, 205 for elevation and section design
information

References to Detail Drawings and Schedules

Alterations to west window 17 - 1020 - 301
Alterations to south windows 17 - 1020 - 302
Abutment detail to north wall 17 - 1020 - 303
External Materials 17 - 1020 - 701
Internal Materials 17 - 1020 - 702
/ Window, Screen and Rooflight 17 - 1020 - 703
Door Schedule 17 - 1020 - 704
Notes:
Drawings are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE GROUND FLOOR PLAN AS PROPOSED JOB NUMBER 17-1020
present. Z
Do not scale from this drawing. All dimensions are to be verified on site before proceeding D 21.09.2018 AN AN Information provided to QS for development of RIBA Stage 3 cost plan
with the work c 03.09.2018 AN AN floor plan for RIBA Stage 3 informati
Al I I h B 10082018 AN AN ” ﬂaamw:w_va oge 3 nlormaten PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 @ 1:100 DRAWING NO. 202 REVISION D
dimensions are in millimeters unless noted otherwise. A 26.06.2018 AN AN Updates to plan following client meeting on the 15.06.2018 COMMUNITY ROOM REDEVELOPMENT
Volute Architects shall be notified in writing of any discrepancies. First issue 10.06.2018 AN AN First issue for client and design team comment
ISSUE DATE DRAWN  CHECKED  DESCRIPTION DRAWING STATUS RIBA STAGE 3/ APPLICATIONS FOR APPROVAL <o r C I—I m> m‘ —l— _ I—I m ‘ I—Im
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\wj South-west Elevation as Proposed

204/ 1:100

!
IS L L L £ (1 {1 S LS s s e S|
,
,
;
;
;
;
/ )
v |
|
P,
\
!
\ e
1 F L
/1, North-west Elevation as Proposed /"2 "\ North-east Elevation as Proposed
Notes:
Drawings are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE  ELEVATIONS AS PROPOSED JOB NUMBER 17-1020
present.
Do not scale from this drawing. All dimensions are to be verified on site before proceeding
ith the k.
v fne werl B 21.09.2018 AN AN Information provided to QS for development of RIBA Stage 3 cost plan PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 @ 1:100 DRAWING NO. 204 REVISION B
All dimensions are in millimeters unless noted otherwise. A 03.09.2018 AN AN Updates B.E_,.aosm and materials and development of Stage 3 information for the COMMUNITY ROOM REDEVELOPMENT
Siveces o s
Volute Architects shall be notified in writing of any discrepancies. Firstissue  10.06.2018 AN AN First issue for client and design team comment
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New fixed 860 x 1200mm
glazing vision rooflight +15,010
New flat roof with Icopal
universal single-ply membrane - N Sawn finished Forest of dean Natural Pennant Coping Stone
over tapered 1:60 fall — with type J2 cavity closer to the underside
Thermazone roofboard over
damp proof membrane and = Following removal of existing projecting masonry wall and
18mm marine grade ply = door to the church, allow for inspection to the existing stone N
) I [ 1 transom for potential re-use. Transom is to be extended into N
Rainwater from south flat roof to —— ‘%»4&4%%& M adjacent bays of west window as demonstrated in the P
collect to perimeter box gutter 8 AL AN adjacent elevation \‘ ‘/
and discharge to south elevation +14 322 \\‘ U /
rainwater goods %@% i /g1 ” W +14,048
\ , 1 v / 7 7
150 x 50mm timber roof joists at 3“% ' Insertion of m:coﬁcﬁm_ RHS to transom as per
600mm cts to St. Eng. details. ' Stru. Eng details. N
Roof void to be full filled with - Existing gable wall to . N P ‘\V
insulation. SW stud frame to the Community room New glazed link vmgmm: entrance lobby and - - pailllim
underside overlaid with 12.5mm i church. Glazed link to abut dressed stone 7 g
plasterboard and skim. :mqmo_,: to west window and the mullions 7 %
which extend down to the floor level to form
the new door opening. Connection details tbc ,
in RIBA Stage 4
Va %
Existing opening to School Hall 7 %
to be retained and infilled with ) (]
toughened glass glazed screen. Interior door (D02) to be operated by - H—
push pads and door swing arms, refer to 7
drawing 202 for locations of push pads \ % % % 7 /
e 2 i
G02 GO1 D12 ! \
Community Entrance Disable i p Il
Hall Lobby WC door :\ P P P /J
. . ) j— | %
Indicative requirement to renew e Il
dressed stone to existing transom IHE — il
and to connect to existing adjacent P v
window mullions and fixed leaded T Il
light Refer to Stru. Eng details for T T
structural interventions to head, W71 L
jambs and base. 7 IHE ik
4 [ =—— push pad
Existing School hall floor — Existing Church floor
+11.860 zm<.< dressed stoneto ———————— = G i
N4 L] mullions and transoms AN
\ D02 as viewed from the church side
9 Elevation of D02 as Proposed
/"1 Section CC as Proposed 301/ 1:50
301/ 1:20
9 Plan of D02 as Proposed
301/ 1:50
wﬂﬂmsmm are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE DETAIL SECTION THROUGH WEST WINDOW JOB NUMBER 17-1020
present. AND ENTRANCE LOBBY
Do not scale from this drawing. All dimensions are to be verified on site before proceeding AS PROPOSED
with the work.
PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 @ AS SHOWN DRAWING NO. 301 REVISION A
All dimensions are in millimeters unless noted otherwise A 01102018 AN AN Updates following coordination with structural engineer COMMUNITY ROOM REDEVELOPMENT
Volute Architects shall be notified in writing of any discrepancies. Firstissue ~ 21.09.2018 AN AN Information provided to QS for development of RIBA Stage 3 cost plan
ISSUE DATE DRAWN CHECKED DESCRIPTION
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\\ N
e //
New fixed 860 x 1200mm — .~ \
glazing vision rooflight |~ \
Ve \
- \
\\\ //
-
7
15,010 \ L
v /
\a |
T
N |
%@ i

New flat roof with Icopal universal single-ply membrane over
tapered 1:60 fall Thermazone roofboard over damp proof
membrane and 18mm marine grade ply

150 x 50mm timber roof joists at 600mm cts to St.
Eng. details. Roof void to be full filled with insulation.
SW stud frame to the underside overlaid with
12.5mm plasterboard and skim.

2 no steel UC's to St Engineers details with cavity of

G02

All existing surfaces to Community Hall to be fully
redecorated in full.

Community Hall T
0 !  ael ! ) (existing School Room)
+14,390  existing wall closed and filled with insulation (detail
v to be confirmed on site)
Existing opening to School Hall to be
retained and infilled with toughened glass
glazed screen in painted sw frame. Roller
blink and manifestations to be applied to
interior face
=
_ ] n
G03 D03 Existing cupboard W 5
Hall Extension Lobby Door retained ,
|
. . |
\ pening leaf of window - leaf to ——
pen inwards with stays fitted to !
windows reveals to ensure !
secure opening W
|
|
Interior oak veneered 1310 x !
2100mm single door and half Refer to drawing 302 for ! Tl
. . . . In]
leaf, with painted softwood details of new windows to [E R L
> frames south elevation &=
Interior wall between hall extension B
and store to be constructed with
100 x 50mm treated sw studs, with
9mm ply and 12.5mm plasterboard N
skim to each face, fully decorated
with 1 no skim coat and 2 no paint
coats
7 +11,860 7 _
A 4
%
\j Detailed section
1303/ 1:20
wwu_wmimm are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE DETAIL SECTION THROUGH NEW ROOF JOB NUMBER 17-1020
present. ABUTMENT TO NORTH ELEVATION
Do not scale from this drawing. All dimensions are to be verified on site before proceeding AS PROPOSED
with the work.
PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3@ 1:20 DRAWING NO. 303 REVISION A
All dimensions are in millimeters unless noted otherwise A 01102018 AN AN Updates following coordination with structural engineer COMMUNITY ROOM REDEVELOPMENT
Volute Architects shall be notified in writing of any discrepancies. Firstissue ~ 21.09.2018 AN AN Information provided to QS for development of RIBA Stage 3 cost plan
ISSUE DATE DRAWN  CHECKED  DESCRIPTION DRAWING STATUS RIBA STAGE 3/ APPLICATIONS FOR APPROVAL <O r C I—I m> mo —l— _ I—I m OI—Im
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INTERIOR FINISHES SCHEDULE
Walls, Floors and Ceiling Types for planning/costing purposes only

Ceilings
m_m_v%_,\_ _”_WMV\__,_M_ FFL Q__,»\__MP CEILING WALL FLOOR C1: 12.5mm Gyproc Fireline plasterboard fixed to new structure, with plaster skim and emulsion paint with 1 no skim
. coat and 2 no coats.
C2: Existing ceiling surface to be rubbed back and prepared for redecoration. Allow for redecoration in emulsion
aint with 1 no skim coat and 2 no coats.
GO ENTRANCE LOBBY +11,860 XX C1 W1 F1/F2 P
Walls
W1: To blockwork walls, allow for plaster finish and emulsion paint with 1 no skim coat and 2 no coats. To G04 and
G02 COMMUNITY HALL +11.860 XX c2 W2 F2/F3 GO7 allow for ceramic tiles to wU_mijmO_A.
W2: Existing wall surface to be rubbed back and prepared for redecoration. Allow for redecoration in emulsion paint
with 1 no skim coat and 2 no coats.
G083 HALL EXTENSION +11,860 XX C1 W1 F2 W3: Exposed block walls.
Floors
F1: To new screed apply 9mm thick recessed Forbo Coral Classic entrance matting in Anthracite colour. New painted
G04 KITCHEN +11,860 XX CH W1 F4 sw timber skirting board.
F2: To new screed and levelling compound areas apply 3mm thick Karndean vinyl flooring in Art Select Parquet style
in Morning Oak colour. New painted sw timber skirting board.
G05 INTERNAL STORE +11,860 XX C1 W1 F4 . o _ - . . _
F3: Remove existing vinyl tile floor, removing all traces of existing floor covering and adhesive residues. Apply self
levelling compound to ensure that floor meets the screed level of adjacent new floors.
F4: To new screed apply 2mm thick Forbo Surestep Original vinyl flooring, with R10 slip resistance, colour Granite.
G06 EXTERNAL STORE XX XX C1 W3 F5 Allow for cove and capping profiles to form skirting to wall and floor junctions.
F5: Exposed screed floor.
All interfaces between changes in flooring materials are to have transition strips.
GOo7 CLEANERS CUPBOARD | +11,860 XX C1 W1 F4
G08 WC/BABYCHANGE +11,860 XX C1 W1 F4
G09 WC +11,860 XX C1 W1 F4
Forbo Oo&_ Classic entrance Forbo mc.ﬁ,mm.ﬁmo Oﬂ_,@_zm_ vinyl - Karndean Vinyl Flooring in Art
G10 DISABLED WG +11,860 XX Ct Wi F4 matting in Anthracite flooring in Granite Select Parquet in Morning Oak
Wuﬂﬂnw are based on survey data and may not accurately represent CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE INTERIOR FINISHES SCHEDULE JOBNUMBER  17-1020
what is physically present.
Do not scale from this drawing. All dimensions are to be verified on site
before proceeding with the work. PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 DRAWING NO. 702 REVISION  _
COMMUNITY ROOM DEVELOPMENT NOT TO SCALE
All dimensions are in millimeters unless noted otherwise. First Issue  xx.xx.2018 AN AN Development of stage 3 finishes schedule for client comment
Volute Architects shall be notified in writing of any discrepancies. ISSUE  DATE  DRAWN  CHECKED DESCRIPTION DRAWING STATUS  RIBA STAGE 3 / APPLICATIONS FOR APPROVAL <O—Ic|—|m >mO—I_ _l_lmO|_|m
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External Doors

Door no. Location S/O size (mm) |Description
W x H
D01 GO1 1810 x 2240 Aluminium double door with glazed panels. Door
Entrance Lobby operated with PIR to external face and push pad
to interior face
D04 G03 890 x 2240 Reynaers Slim Line (classic) 38 aluminium
Hall Extension single leaf outward opening double glazed door
D08 G06 1360 x 2240 Reynaers Slim Line (classic) 38 aluminium
External Store double leaf outward opening panel door

Internal Doors

i

N
<>
<>

|

i

Door no. Location S/O size (mm) | Functioning Requirements
W x H /
D02 GO1 2000 x 2110 Hardwood double door with glazed panels. Door m m
Entrance Lobby (Approx) operated with push pads to both faces. N N
D03 GO1 1310 x 2100 FR30; VP \ N
Entrance Lobby
D05 3 |Go4 1310 x 2100 FR30; VP
E |Kitchen 8
D06 .m GO05 1310 x 2100 FR30; Locked when not in use
2 Internal Store
5
D07 5 |G05 810 x 2100 FR30; Locked when not in use
m Internal Store
.m \ //
D09 .M. Go7 810 x 2100 Locked when not in use ,
2 |Cleaners Store o
: : 13
D10 ©o |G08 810 x 2100 None specific 1810 890
w WC/Babychange
2>
D11 5 0| G09 810 x 2100 None specific
o —
M Wm wcC
e A i . . . .
D12 8 m M%z& we 910x 2100 Disabled Access door /17 DO1: Principal Entrance Door /"2 DO4: Side Door to West Elevation
704/ 1:20 704/ 1:20
Notes:
Ironmongery specification will be developed during RIBA Stage 4
MMWMBW are based on survey data and may not accurately represent what is physically CLIENT THE PCC OF ST EDWARDS CHURCH DRAWING TITLE DOOR SCHEDULE AS PROPOSED JOB NUMBER 17-1020
present.
PROJECT ST. EDWARDS CHURCH SIZE & SCALE A3 @ 1:20 DRAWING NO. 704 REVISION -

with the work.
All dimensions are in millimeters unless noted otherwise.

Volute Architects shall be notified in writing of any discrepancies.

Do not scale from this drawing. All dimensions are to be verified on site before proceeding

AN

AN
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A3

A B

| G | H

Strip out and removals
All existing services to the entrance lobby, toilet and
school room to be isolated and stripped out.

Scope of work
All new power and lighting to the refurbishment and

extension areas from the new distribution board.
See specification.

Assumed appliances location.
7 Fridge & freezer. |
]

B

Cooker hood cc%mﬁgm\ h level
w ‘Cooker §u ply
1 - :5:

BED

I o E | T
| | w@m_mq fvc:\ — —
m:vv__mmf to 3 No. m_moiom_m\ o%ﬂ%ma
802_@2,9: Roof lights to be 82_3_7_3 j o
" via local switch.
[ 7 [ ::,:J k
| 137 T
| E: i
il | ﬁ\\\\\
Ventilation unit m;ﬂi_y\ in ceiling <o.} | :7 -
a
LED recessed %S:_Erﬁmm:oésfa T
However, coul L}m:@m*o__:m r ﬁa - \JQ
suspended f_?gcv\aoés __@_i :7 Lt
E: :P& A .
N
L ] carpet %MV»MM%O A
i’««A\M\\/\/xM&G%v
e S
T New 12 way (minimum) MCB DB in e
\| | : 7 store room to serve refurbishment and — e e e e O iy S
| L~ : | extension areas. Existing DB at high level to be
|~/ disconnected and removed with
= — cable junction box and cable
| AW : | ble junction box and cabl
s

||
| | N
Health and Safety Notes 7

e Routes for below ground services are unknown
re shown on this Qﬂms\.ﬁ:m indicatively only. A

and
site GPR miﬁmv\ is Egc:mhar to amj_? below

ground services routes.
. m_mok

rical cable route from main vmam_ board to

extended into school room to new
DB.

Supply for powered automatic
opening door. Door to be c/w PIR
externally to auto open and push
button internally.

SCHEDULE OF SYMBOLS

MCB distribution board

13A twin switched socket outlet

Weatherproof external 13A twin switched socket outlet

13A single switched socket outlet

13A single switched socket outlet mounted at low level
c/w switch mounted above worktop

13A switched fused connection unit

13A un-switched fused connection unit

WiFi WiFi Access Point

Photocell

External lighting time clock

SlICIIEEEA =

® Recessed LED downlight
®« Recessed LED downlight c/w integral emergency
—®— | IP65 rated surface mounted linear LED
—®E— _m_ﬂmmmqmmmﬁm\mc;mom mounted linear LED c/w integral
——©— | Linear LED
X External LED lighting. As Whitecroft Spectre WX.
B _ﬁ.z_.mm_w~ _M:mmq@m:ovx exit luminaire c/w appropriate running
Ev] IP65 Rated emergency exit bulkhead luminaire
—

Light switch

PIR movement sensor. All sensors to be configured to
operate as presence detection.

Mains powered smoke detector c/w sounder & strobe

existing DB is unknown. Existing cable size from

panel board to existing DB is unknown. Electrical
contractor to survey the existing installation and
establish adequacy of the existing main DB and
cable.— —

T0 _ 21/09/18 _ MC _ MCC _ MCC  |Client Job Title Drawing Title Canton House
The PCC of St. Edward's Church St. Edward's Church Outline design 435-451 Cowbridge Road East
Issued for Tender Community Room Redevelopment Electrical services strategy om%mﬁ :O:Oé@%
Tel: 029 2022 1631 .
Fax: 029 2023 7646 [aS@IAIRTSIEN] @)
Issue Date By Chkd Appd Discipline Mechanical Engineering ScaleatA3 1:100 | Drawing Status Tender Job No 182339 Drawing No SK-E-800  |lssue TO | www.hollowaypartnership.co.uk

Do not scale from this drawing

© Holloway Partnership
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